INSTALLATION DRAWING FOR RH AND LH EXPLOSION PROOF HOUSING
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NOTES:

THIS DEVICE IS FACTORY MUTUAL APPROVED FUR:
CLASS 1, DIVISION 1, GROUPS B, C AND D
CLASS II, DIVISION 1, GROUPS E, F AND G

CLASS 1L
NEMA TYPE 4, FOR OUTDOOR USE.

. EQUIPMENT SHALL BE INTSTALLED IN ACCORDANCE WITH THE NATIONAL
ELECTRICAL CODE ARTICLES 2501 AND 202 AND WITH ANY OTHER
APPLICABLE STATE AND LOCAL REQUIREMENTS.

. GAUGE ENCLOSURE SHALL BE GROUNDED TO EARTH GROUND THROUGH THE PROVIDED
GROUND LUG ON THE ENCLOSURE OR BY THE BARE CONDUCTOR (DRAIN WIRE) IN

THE CABLE PROVIDED.

* NO REVISIONS SHALL BE MADE WITHOUT NOTIFICATION TO APPROVAL AGENCIES

NO REVISIONS SHALL BE MADE WITHOUT NOTIFICATION OF APPROVAL AGENCY(S).
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